
CLEARVIEW SURVEYS LTD
WOOLSBRIDGE INDUSTRIAL ESTATE, THREE LEGGED CROSS

Tel. 

Section Inspection - 13/05/2024 - RE.1X
Item No. Date TimeInsp. No. Client`s Job Ref Weather Pre Cleaned PLR

13 1 13/05/24 10:27 14595 No Rain Or Snow No RE.1X
Operator Vehicle Camera Preset Length Legal Status Alternative ID

JM10 P30 CVS Flexi Rod 0.40 m Public Sewer Not Specified

Town or Village: Bishopstoke Inspection Direction: Downstream Upstream Node: RE.1

Road: Bow Lake Gardens Inspected Length: 0.00 m Upstream Pipe Depth: 0.000 m 

Location: Property or buildings Total Length: 3.00 m Downstream Node: TANK 2

Surface Type: Block Paved Joint Length: 0.90 m Downstream Pipe Depth: 0.000 m 

Use: Surface water Pipe Shape: Circular

Type of Pipe: Gravity drain/sewer Dia/Height: 100 mm

Flow Control: No flow control Material: Polyvinyl chloride

Year Constructed: 2010 Lining Type: No Lining

Inspection Purpose: Sample condition survey Lining Material: No Lining

Comments:
Recommendations: ACCESS REQUIRED TO OBTAIN SURVEY

Scale: 1:50 Position [m] Code Observation MPEG Photo Grade

0.00 RE Start node, rodding eye, reference: RE.1 00:00:00    

0.00 WL Water level, 0% of the vertical dimension 00:00:00    

0.00 REM General remark: UNABLE TO SURVEY, NO ACCESS
FROM TANK AND RODDING EYE DOES NOT EXIST

00:00:00    

0.00 SA Survey abandoned: UNABLE TO SURVEY, NO ACCESS
FROM TANK AND RODDING EYE DOES NOT EXIST

00:00:00    

3.00 End of pipe    

Structural Defects
Construction Features

Service & Operational Observations
Miscellaneous Features

STR No. Def STR Peak STR Mean STR Total STR Grade SER No. Def SER Peak SER Mean SER Total SER Grade
0 0.0 0.0 0.0 1.0 0 0.0 0.0 0.0 1.0

14595 BOW LAKE GARDENS 24

RE.1

Depth: 0.00 m

TANK 2

Depth: 0.00 m



CLEARVIEW SURVEYS LTD
WOOLSBRIDGE INDUSTRIAL ESTATE, THREE LEGGED CROSS

Tel. 

Section Inspection - 13/05/2024 - RE.2X
Item No. Date TimeInsp. No. Client`s Job Ref Weather Pre Cleaned PLR

14 1 13/05/24 10:31 14595 No Rain Or Snow No RE.2X
Operator Vehicle Camera Preset Length Legal Status Alternative ID

JM10 P30 CVS Flexi Rod 0.40 m Public Sewer Not Specified

Town or Village: Bishopstoke Inspection Direction: Downstream Upstream Node: RE.2

Road: Bow Lake Gardens Inspected Length: 0.00 m Upstream Pipe Depth: 0.000 m 

Location: Property or buildings Total Length: 6.00 m Downstream Node: TANK 2

Surface Type: Block Paved Joint Length: 0.90 m Downstream Pipe Depth: 0.000 m 

Use: Surface water Pipe Shape: Circular

Type of Pipe: Gravity drain/sewer Dia/Height: 100 mm

Flow Control: No flow control Material: Polyvinyl chloride

Year Constructed: 2010 Lining Type: No Lining

Inspection Purpose: Sample condition survey Lining Material: No Lining

Comments:
Recommendations: ACCESS REQUIRED TO OBTAIN SURVEY

Scale: 1:52 Position [m] Code Observation MPEG Photo Grade

0.00 RE Start node, rodding eye, reference: RE.2 00:00:00    

0.00 WL Water level, 0% of the vertical dimension 00:00:00    

0.00 REM General remark: UNABLE TO SURVEY FROM RODDING
EYE, NOBODY HOME AND NO ACCESS ON TANK

00:00:00    

0.00 SA Survey abandoned: UNABLE TO SURVEY FROM
RODDING EYE, NOBODY HOME AND NO ACCESS ON
TANK

00:00:00    

6.00 End of pipe    

Structural Defects
Construction Features

Service & Operational Observations
Miscellaneous Features

STR No. Def STR Peak STR Mean STR Total STR Grade SER No. Def SER Peak SER Mean SER Total SER Grade
0 0.0 0.0 0.0 1.0 0 0.0 0.0 0.0 1.0

14595 BOW LAKE GARDENS 25

RE.2

Depth: 0.00 m

TANK 2
Depth: 0.00 m

Charliev
Sticky Note
None set by Charliev

Charliev
Sticky Note
MigrationNone set by Charliev

Charliev
Sticky Note
Unmarked set by Charliev



CLEARVIEW SURVEYS LTD
WOOLSBRIDGE INDUSTRIAL ESTATE, THREE LEGGED CROSS

Tel. 

Section Inspection - 13/05/2024 - RE.3X
Item No. Date TimeInsp. No. Client`s Job Ref Weather Pre Cleaned PLR

15 1 13/05/24 10:38 14595 No Rain Or Snow No RE.3X
Operator Vehicle Camera Preset Length Legal Status Alternative ID

JM10 P30 CVS Flexi Rod 0.40 m Public Sewer Not Specified

Town or Village: Bishopstoke Inspection Direction: Downstream Upstream Node: RE.3

Road: Bow Lake Gardens Inspected Length: 0.00 m Upstream Pipe Depth: 0.000 m 

Location: Property or buildings Total Length: 6.00 m Downstream Node: TANK 2

Surface Type: Block Paved Joint Length: 0.90 m Downstream Pipe Depth: 0.000 m 

Use: Surface water Pipe Shape: Circular

Type of Pipe: Gravity drain/sewer Dia/Height: 100 mm

Flow Control: No flow control Material: Polyvinyl chloride

Year Constructed: 2010 Lining Type: No Lining

Inspection Purpose: Sample condition survey Lining Material: No Lining

Comments:
Recommendations: ACCESS REQUIRED TO OBTAIN SURVEY

Scale: 1:52 Position [m] Code Observation MPEG Photo Grade

0.00 RE Start node, rodding eye, reference: RE.3 00:00:00    

0.00 WL Water level, 0% of the vertical dimension 00:00:00    

0.00 REM General remark: UNABLE TO SURVEY FROM RODDING
EYE, NOBODY HOME AND NO ACCESS ON TANK

00:00:00    

0.00 SA Survey abandoned: UNABLE TO SURVEY FROM
RODDING EYE, NOBODY HOME AND NO ACCESS ON
TANK

00:00:00    

6.00 End of pipe    

Structural Defects
Construction Features

Service & Operational Observations
Miscellaneous Features

STR No. Def STR Peak STR Mean STR Total STR Grade SER No. Def SER Peak SER Mean SER Total SER Grade
0 0.0 0.0 0.0 1.0 0 0.0 0.0 0.0 1.0

14595 BOW LAKE GARDENS 26

RE.3

Depth: 0.00 m

TANK 2
Depth: 0.00 m

Charliev
Sticky Note
None set by Charliev

Charliev
Sticky Note
MigrationNone set by Charliev

Charliev
Sticky Note
Unmarked set by Charliev



CLEARVIEW SURVEYS LTD
WOOLSBRIDGE INDUSTRIAL ESTATE, THREE LEGGED CROSS

Tel. 

Section Inspection - 13/05/2024 - IC.4X
Item No. Date TimeInsp. No. Client`s Job Ref Weather Pre Cleaned PLR

16 1 13/05/24 10:45 14595 No Rain Or Snow No IC.4X
Operator Vehicle Camera Preset Length Legal Status Alternative ID

JM10 P30 CVS Flexi Rod 0.40 m Public Sewer Not Specified

Town or Village: Bishopstoke Inspection Direction: Downstream Upstream Node: IC.4

Road: Bow Lake Gardens Inspected Length: 0.00 m Upstream Pipe Depth: 0.000 m 

Location: Property or buildings Total Length: 6.00 m Downstream Node: TANK 2

Surface Type: Block Paved Joint Length: 0.90 m Downstream Pipe Depth: 0.000 m 

Use: Surface water Pipe Shape: Circular

Type of Pipe: Gravity drain/sewer Dia/Height: 100 mm

Flow Control: No flow control Material: Polyvinyl chloride

Year Constructed: 2010 Lining Type: No Lining

Inspection Purpose: Sample condition survey Lining Material: No Lining

Comments:
Recommendations: ACCESS REQUIRED TO OBTAIN SURVEY

Scale: 1:52 Position [m] Code Observation MPEG Photo Grade

0.00 IC Start node, inspection chamber, reference: IC.4 00:00:00    

0.00 WL Water level, 0% of the vertical dimension 00:00:00    

0.00 REM General remark: UNABLE TO SURVEY FROM IC,
NOBODY HOME AND NO ACCESS ON TANK

00:00:00    

0.00 SA Survey abandoned: UNABLE TO SURVEY FROM IC,
NOBODY HOME AND NO ACCESS ON TANK

00:00:00    

6.00 End of pipe    

Structural Defects
Construction Features

Service & Operational Observations
Miscellaneous Features

STR No. Def STR Peak STR Mean STR Total STR Grade SER No. Def SER Peak SER Mean SER Total SER Grade
0 0.0 0.0 0.0 1.0 0 0.0 0.0 0.0 1.0

14595 BOW LAKE GARDENS 27

IC.4

Depth: 0.00 m

TANK 2
Depth: 0.00 m

Charliev
Sticky Note
None set by Charliev

Charliev
Sticky Note
MigrationNone set by Charliev

Charliev
Sticky Note
Unmarked set by Charliev




















