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I refer to the application for an Air Source Heat Pump to be installed to the front 

elevation of the house and comment on Environmental Noise Impact. 

The design statement demonstrates a noise level on excess of the MCS 20 

certification [where Permitted Development would be allowed] at 43dB [rounded up 

from 42.1dB] and that this is unlikely to have a material impact. 

 

An alternative is for the applicant to provide an Environmental Noise Assessment by 

a competent consultant, showing the measured actual background levels and sound 

levels at the nearest residential receptor [the neighbouring house] complying with the 

Council’s standards for fixed plant and machinery. 

In this case the standard of 35dBA 23:00 to 07:00 hours, may not be met without 

mitigation, probably a fence. 

 

I would suggest this would be unduly burdensome for the applicant, as the deviation 

for permitted development noise levels is minor in acoustic terms. 

 

Therefore, I have no objections to the application and that reference be made to the 

MCS certification/design statement be made in any approval. 

 


