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Study
6.28m2

Bedroom
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Cupboard
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Kitchen
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Proposed First Floor Plan - 1:50
Gross Internal First Floor Area = 64.55m2

Proposed Ground Floor Plan - 1:50
Gross Internal Ground Floor Area
of Residential Accommodation = 4.35m2

(i.e. area of ground floor lobby)

acoustic lining
provided to the
existing party wall

existing windows replaced for
new white upvc d/g window (of
a matching style) to achieve a u
Value of 1.4 W/m2k.  Windows
to Living Room, Study and
Bedroom to be means of
escape windows to comply with
App Doc B. Provide obscure
glass to Bathroom window

smoke detector

heat detector

smoke detector

existing roof area to be
insulated in accordance with
App Doc L

existing external walls to be
insulated in accordance with
App Doc L

extract fan

extract fan

provide obscure
glass to bathroom
window

existing svp and
hopper head
renewed/altered to
accept waste from
kitchen and bathroom

new boiler provided
to rear cupboard with
new external flue

existing ceiling below the residential
accommodation to be provided with a
gyproc suspended ceiling to achieve
60 minutes fire resistance and to
comply with App Doc E.  Provide
acoustic mineral wool between the
existing first floor joists

Alter existing fire alarm and fire risk
assessments to ground floor
commercial premises to comply with
App Doc B

existing ceiling below the residential
accommodation to be provided with a
gyproc suspended ceiling to achieve
60 minutes fire resistance and to
comply with App Doc E

block up existing door and
provide new acoustic lining to
wall to comply with App Doc E

provide new acoustic
lining to wall to comply
with App Doc E

existing parking area

bin storage
area

FD60 fire
door

line underside of stairs with
resilient bars and acoustic
mineral wool between with 2
layers of fireline board to
comply with App Doc E

remove existing window
and form new external
door with level
threshold.  provide
insulated cavity closers
to reveals.  make good
all areas
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Proposed North Elevation
1:100

Proposed West Elevation
1:100

Proposed South Elevation
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new composite front door
with glazed panel over

existing windows renewed with
white upvc /g windows in matching
style to existing but with means of
escape openers to rooms

Proposed East Elevation
1:100
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The drawings, details and specifications are soley for the purpose of
seeking Planning and Building Regulation approvals.  They are not
intended as a specification of works, and PMG Ltd accepts no liability
should they be used in this manner.

Drawing to be read in conjunction with specification, details notes and
any specialist design elements.  Any works carried out prior to approval
are done so at the clients/builders own risk.

The contractor is responsible for checking all scaled and stated
dimensions prior to commencement on site.  The length of all structural
elements are to be checked on site prior to placing orders.

The builder is to expose any existing structural elements (foundations,
walls, lintels, floors, beams, roofs etc) which are accepting additional
loads for Building Control and client approval prior to commencement.

This drawing is the copyright of PMG Ltd and must not be copied,
reproduced or replicated in any way without prior consent.  These
drawings and other documents are not tranferrable by use by any other
person.

Any boundaries shown on the plan are their assumed location/line and
the client should check the precise line of any boundaries prior to
commencement.  No works to project over the boundary line.

Client is resolve all matters relating to the Party Wall etc Act 1996 prior
to commencing building works

PMG Ltd will not be liable for the accuracy of any hidden details; such as wall
constructions, lintels, existing beams, foundations, drainage, etc.  It is the
responsibility of the client and his appointed contractor to expose all hidden
features prior to commencement of any building works.  The client should
arrange for all drainage to be surveyed and traced prior to commencement to
ensure that the drainage layouts shown on the plans are correct.  The client
should arrange for a trial hole to be excavated, prior to commencement, and
for Building Control inspection to allow the proposed foundation type and
depth to be agreed.

All drainage layouts shown on the plans are indicative only.  The client must
appoint a drainage survey and tracing company to ascertain the exact layout,
depth and condition of the existing drainage prior to the commencement of
any building works.
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