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max. 450mm spacing

(2 no. min at openings)

102,5100140

342,4
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102.5mm Facing brickwork

Syston FD30 fire rated external steel
doors with louvre panels and steel
installed to manufacturers details

140mm Lightweight medium density
aggregate block
95mm Unilin Cavity Therm CT/PIR
insulation

102.5mm vertical brickwork

Weep holes at required centers

Insulated lintel to SE details and
specifications

20210

TYPICAL DETAIL - MASONRY - DOOR
HEAD - BIN STORE / PLANT

DPC Cavity tray

Visqueen Zedex
Non-Combustible DPC, or
equivalent approved, with
reaction to fire A2-s1,d0 cavity
tray, installed as
manufacturers' specifications
and detail

Promat FSI fire sealantPromat 20mm Vermiculux  board
with GTEC Metal Angle Supports
all to Promat details to provide min
60 minutes fire protection steel lintel

Metal Angle support to form drip

Promat FSI fire sealant

fire sealant
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