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TYPICAL DETAIL - FOG
 EXTERNAL WALL - WINDOW CILL

FACING BRICKWORK

WEEPHOLE
max. 450mm spacing

(2 no. min at openings)

Visqueen Zedex Non-Combustible DPC ,
or equivalent approved, with reaction to
fire A2-s1,d0 cavity tray, installed as
manufacturers' specifications and detail

Window sill sealed to plasterboard and
window frame

Window perimeter void with backing
rod fill and mastic seal

150mm UNILIN CT/PIR insulation or
equivalent approved

100mm blockwork (6.3N/mm²)

12.5mm Gypsum wall board on dot
and dab

Proprietary window cavity closer

Ancon Staifix TImber Frame Tie
Minimum 50mm Cavity

UPVC windows installed to manufacturers
details with perimeter seal.

100mm 6.3N/mm² blockwork

Compriband or acceptable alternative
compressible filler for movement
allowance and sealant
Weep hole brick

Breather membrane

min 25x50mm Vertical timber battens

100

UPVC windows installed to manufacturers
details with perimeter seal.

TYPICAL DETAIL - FOG
EXTERNAL WALL - WINDOW CILL

CLADDING

Hardie VL plank on timber battens
installed to manufacturers details

Open state Tenmat cavity barrier

Ventilation (min10mm) with insect mesh

Window sill sealed to plasterboard and
window frame

Window perimeter void with backing
rod fill and mastic seal
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150mm UNILIN CT/PIR insulation or
equivalent approved

100mm blockwork (6.3N/mm²)

12.5mm Gypsum wall board on dot
and dab 100mm blockwork  (6.3N/mm²)

Proprietary window cavity closer

Ancon Staifix TImber Frame Tie
Minimum 50mm Cavity

Compriband or acceptable alternative
compressible filler for movement
allowance and sealant
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